USE ZOELLER MDL #2P548, LITTLE GIANT MDL # 3P641
SUBMERSIBLE PUMP OR APPROVED EQUIVALEN
(SEE GRAINGER INDUSTRIAL SUPPLY CATALOG)

RECESSED VAULT SUMP (SEE
VAULT SPECS FOR ACTUAL
SUMP LOCATION & DETAILS)

INSTALL IN-LINE CHECK VALVE

1-1/2" PVC PIPE (TYPICAL)
LENGTHS WILL VARY
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